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Introduced by

Legislative Day No.

Council President Wilson at the request of the County Executive

94- 11 Date

AN ACT to repeal and reenact, with amendments, Section 202- 4 M, Modifications, of

Chapter 202, Plumbing, of the Harford County Code, as amended; to specify the

types of plastic pipe that may be used for water service and generally relating to

water service piping.

By the Council, 1994

Introduced, read first time, ordered posted and public hearing scheduled

on: 1'1ay 10, 1994

at:

Acting SecretaryBy Order:

PUBLIC HEARING

Having been posted and notice of time and place of hearing and title of Bill having been published according to the

Charter, a public hearing was held on 10 1994 and concluded on, May 10, 1994

Acting Secretary

EXPLANATION: CAPITALS INDICATE MATTER ADDED TO

EXISTING LAW. I Bracketsl indicate matter

deleted from existing law. Underlining indicates

language added to Bill by amendment. Language
lined through indicates matter stricken out of Bill

by amendment.

BILL NO.



Section l. Be It Enacted By The County Council of Harford County, Maryland, that Subsection

2 202-4 M, of Section 202-4, Modifications, of Chapter 202, Plumbing, of the Harford County Code,

3 as amended, be, and it is hereby, repealed and reenacted with amendments, to read as follows:

4 Chapter 202. Plumbing

5 S 202-4. Modifications.

6 The following sections are changes or additions to certain sections of the Plumbing Code:

7 M. l. Subsection 09. 20. 1l.lOA (1) is deleted and the following is inserted in lieu thereof:

8 Approved [ plastic] water service piping to the point of entrance of a building

9 including piping to the pressure reducing valve shall have a minimum pressure

10 rating- 250 p. s.i.- 73F. [ Other acceptable] ACCEPTABLE materials for a water

I 1 service include brass pipe, copper tube or copper pipe, [ and] cast iron water pipe[.]

12 POLYETHYLENE PLASTIC TUBING, AND CHLORINATED POLYVINYL

13 CHLORIDE SERVICE PIPE. Copper [ tubing] TUBE OR COPPER PIPE when used

14 under ground may not be less than Type All threaded ferrous pipe and fittings

15 shall be galvanized or cement lined and when used under ground in corrosive soil or

16 filled ground, shall be coal tar enamel coated, or the equivalent and threaded joints

17 shall be coated and wrapped when installed. "

18 M. 2. SUBSECTION 09. 20. 11. lOB ( 1) IS DELETED AND THE FOLLOWING IS

INSERTED IN LIEU THEREOF:19

20 WATER DISTRIBUTION SYSTEM PIPE SHALL BE OF BRASS PIPE, COPPER

TUBE OR COPPER PIPE, GALVANIZED STEEL PIPE, POLYETHYLENE AND21

22 CHLORINATED POLYVINYL PLASTIC WHEN APPROVED FOR OR

23 COLD USE. COPPER TUBE OR COPPER PIPE WIlEN USED UNDERGROUND

MAY NOT BE LESS THAN TYPE L AND WHEN USED ABOVE GROUND24

25 MAY NOT BE LESS THAN TYPE M. "

26 Section 2. And Be It Further Enacted that this Act shall take effect sixty ( 60) calendar days from

August 8, 1994

The Secretar~ of the

certify that fifteen ( 15)

are immediately available

the public and the press.

Council does

es of this Bill

for distribution to

27 the date it becomes law.



HARFORD COUNTY BILL NO.

f

is herewith submitted to the County Council of Harford

enrollment as the text as final passed.

for

TRUE AND CORRECT ENROLLED

Date Date

BY THE COUNCIL

Read the third time.

Passed: LSD 94- 18 ( June 7, 1994)

Failed of Passage:

By Order

Sealed with the County Seal and presented to the County
for approval this 8-rn day of June 199~ at 3: 00

BY THE EXECUTIVE

APPROVED:

BY THE COU1'-JCIL

This Bi11 ( No. 94- 26), having been approved by the Executive

and returned to the Council, becomes law on June 9, 1994.

EFFECTIVE DATE: August 8, 1994


